GOVERNMENT OF MAHARASHTRA

No. 876 /IMFS Directorate of Maharashtra Fire Seravices
Tel No. 2687 0053 C/o. MIDC, Fire Department,
Udyog Sarthi Building, Mahakali
Caves Road, Andheri (East),
Mumbai-400 093
¢ Date: 11" October, 2010.

OFFICE ORDER

Sub: Implementation of the provisions prescribed
Under Table 23 of the National Building Code
and the provisions under Maharashtra Fire
Prevention and Life Safety Measures Act, 2006.

In the State of Maharashtra, Maharashtra Fire Prevention and Life Safety
Measures Act, 2006 has come into force w.e.f. 6" December, 2008. As pr the
provisions of the Act, it is mandatory to enforce all the provisions prescribed in Table
23 of Part IV of National Building Code, 2005 as per the Maharashtra Fire Prevention
and Life Safety Measures Act, 2006 as amended from time to time, whichever is later.

2. The Fire Prevention and protection arrangements mentioned in Part-1V of
National Building Code are made mandatory in the State of Maharashtra. As per the
provisions of Section 3 of the Maharashtra Fire Prevention and Life Safety Measures
Act, 2008, the different Industries Association, Chamber of Commerce and Industries,
Udyog Mitra and such Forums have expressed their difficulties on different forums, in
particular, about the implementation of Sprinklers for non-hazardous and SSI Units.
The matter, in turn, is referred to the Bureau of Indian Standards and it is under there
consideration. The Table-23, in particular, for the Class “G” i.e. Industrial
Occupancies is under modification of BIS to provide, relief and to support the industrial
development in the Country. In exercising of the provisions of Note-14 of the
Schedule-| of the Act, the undersigned is pleased to publish the enclosed modified
table to be applied for the Industrial Occupancies in the State of Maharashtra till final
amendments in this regard are published by the Bureau of Indian Standards, Govt. of
India for the interiam period to provide relief to the industries in the State of
Maharashtra.
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03, All the Urban Local Bodies, MIDC and CIDCO being Special Planning
Authorities are hereby directed to implement the provisions as per the enclosed table
in place of existing table for the class “G” i.e. Industrial Occupancies. For Moderate
and High Hazardous industries, the provisions should be implemented as per the
enclosed table only.

04. The above orders shall be made applicable for all the cases even for
those the provisional fire approvals are accorded in past. Concemned Authorities may
amend such provisional approvals to avoid the undue hardships to the entrepreneurs,
industrialists, in the State of Maharashtra. Any clarification in this regard concerned
authorities may seak it from this office to avoid any anomaly, etc.

The above orders shall come in force with immediate effect.

X

[ M. V. DESHMUKH ]
Dinector,
Maharashtrd Fire Services
Encl : Table-23.

Copy submitted to :

1) Principle Secretary-1, Urban Development Department, Mantralaya, Mumbai-32.
2) Secretary-2, Urban Development Department, Mantralaya, Mumbai-32.

Copy forwarded with complements for information and necessary action to :

1) Municipal Commissioners of all Municipal Corporations in Maharashtra.

2) Chief Executive Officer, MIDC / CIDCO / NIT.

3) Commissioner & Director, D.M.A., Worli, Mumbai-400 030.

4) Director, Town Planning, Central Bidg. Grd. Floor, Pune-411 001.

5) Dy. Secretary (UD-20), Urban Development Department, Mantralaya, Mumbai-32.
8) Desk Officer (UD-20), Urban Development Department, Mantralaya, Mumbai-32.
7) All Chief Officers of all Municipal Councils / Nagar Panchayats in Maharashtra.
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